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3.2.4 AUXILIARY COMPARTMENT 

Auxiliary compartments are normally the same physical 
size as a circuit breaker cell. They are used to house and 
mount instruments, control components and other auxiliary 
devices . The compartment has a hinged front door that is 
used for mounting a variety of devices (Figure 3-9). 

Figure 3-9 Auxiliary Compartment Door 

3 .2.5 AUXILIARYfrRANSITION SECTION 

Full height auxiliary sections with hinged front doors or 
transition sections with bolted covers are provided for a 
variety of reasons; (1) additional bus space needed for 

matching up to different equipment assemblies; (2) close 
coupling to transformer; (3) mounting and wiring of 
additional control equipment. These vertical sections can 
be 11, or 22 inches (279 or 559 mm.) wide, depending 
upon the need and application. 

3.3 BUS COMPARTMENT 

The bus compartment provides space for vertical and 
horizontal bus. The compartment is located just behind the 
front compartment and is fully isolated from breaker and 
auxiliary cells. (See Figure 3-1) In addition, optional 
grounded steel barriers are placed between the bus and 
rear cable connections, providing an additional degree of 
safety. This helps prevents accidental contact with the 
main bus during maintenance procedures. 

1.8. 32-697 A 

The horizontal main bus ties the vertical sections together 
electrically; the vertical bus feeds the individual breaker 
compartments. Bus sizing is based on ANSI standard 
temperature rise criteria of 65 Degrees C over 40 Degrees 
C ambient. All bus meets industry standard phase-to-phase 
clearance without utilizing insulated bus. Standard main 
and section bus is silver-plated copper with tin-plated 
copper optional. 

3 .4 CABLE COMPARTMENT 

The cable compartment is located behind the bus com
partment and provides sufficient room for easy cable 
installation. Bus bars extend the line or load side of the 
stationary disconnecting contacts into the cable compart
ment. Lug landings will accept compression or mechanical 
lugs. They are mounted on a 45 degree angle, up or down, 
to facilitate cable termination with minimum bending 
(Figure 3-1 0). On four-wire systems, an isolated neutral 
bus extends the length of the line-up and includes a tap 
for outgoing neutral cable for each feeder breaker. 

Figure 3-10 Load Runbacks with Lug Adapters 

3.5 GROUND BUS 

A permanent, low-resistance ground connection is essen
tial for safe operation. A terminal for the connection to the 
station ground is provided in the service entrance section. 

The ground bus is located at the bottom rear of the cable 
section and includes terminals for customer's connections 
(Figure 3-11). 
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Fig ure 3-11 Ground Bus in Cable Compattment 

3 .6 OUTD OOR ENCLOSURE TYPE 3R 

The Magnum DS outdoor design is the indoor design 
enclosed in a separate outdoor enclosure (Figure 3-12). 
The rigid structure foundation base is easily anchored to a 
pad using the supplied lifting/tie down angles. A separate 
channel base is not required. 

A front operating and maintenance aisle extends through 
all units of the assembly. A large reinforced door with 
panic hardware is standard at each end of the aisle. These 
doors can be opened from the inside, even when pad
locked from the outside. The rear access doors are hinged 
and provided with door stops. These braces keep the 
doors open at a 90 degree angle. 

The outdoor structure also includes, as standard, filtered 
ventilation openings (filters can be changed without 
opening aisle or rear compartment doors), aisle lighting, 
GFI protected convenience receptacles and space heaters. 
When specified, a thermostat is mounted in the cable 

Figure 3-12 Outdoor Enclosure 

Effective August 1 998 
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compartment. Space heaters are located in the "D" 
position breaker cell, bus compartment and cable com
partment of each vertical section. 

3 .7 TYPE MAGNUM OS CIRCUIT BREAKERS 

Refer to Instruction Book 2C12060H01 for receiving, 
handling and storing, description and operation, installa
tion, adjustments, and maintenance instructions. Circuit 
breaker data, and renewal parts information is also 
included. 
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4 :  INSTALLATION 

BEFORE PROCEEDING WITH ANY INSTALLATION, 
TESTING, START-UP OR MAINTENANCE, REVIEW ALL 
OF SECTION 1 FOR SAFETY PRACTICES AND RECOM
MENDATIONS. FAILURE TO DO SO COULD RESULT IN 
DEATH, SERIOUS BODILY INJURY OR PROPERTY 
DAMAGE. 

4.1 GENERAL INFORMATION 

This section contains instructions for installing Magnum DS 
Metal-Enclosed Low-Voltage Switchgear Assemblies. 
Proper installation of Magnum DS Metal-Enclosed Low
Voltage Switchgear is of prime importance. Too much 
emphasis cannot be placed on this phase of the work. 
Study the associated instruction manuals and drawings 
carefully. 

PERSONNEL INSTALLING THIS EQUIPMENT MUST BE 
THOROUGHLY FAMILIAR WITH ALL ASSOCIATED 
INSffiUCTION MANUALS AND APPLICABLE GOVERNING 

OPTIONAL HINGED 
REAR DOOR 

1.8. 32-697 A 

CODES. ADDITIONALLY, ALL DRAWINGS, WHETHER 
MECHANICAL OR ELECTRICAL, MUST BE UNDER
STOOD AND STRICTLY FOLLOWED TO PREVENT 
POSSIBLE DAMAGE TO THE SWITCHGEAR OR EQUIP
MENT BEING PROTECTED. 

4.2 LOCATION AND FOUNDATION 

Magnum DS Metal-Enclosed Low-Voltage Switchgear is 
assembled at the factory on smooth level surfaces to 
assure correct alignment of all parts. Extra care by the 
purchaser in selecting the location and preparing the 
foundation will result in reduced installation costs, as well 
as good equipment performance. 

4.2.1 LOCATION 

In general, the location will have been determined during 
the specification and/or procurement phases. Indoor 
locations impose certain requirements which must be met 
so that the switchgear assembly may operate efficiently 
with the least amount of maintenance. Consideration must 
be given to the aisle space required at the front and rear 
of the equipment, space at the ends of the lineup, and 
equipment ventilation (Figure 4-1 ). In addition to Figure 4-
1, refer to floor plan drawings supplied as part of the 
equipment drawing package. 

SPACE REQUIREMENTS FOR OPENING BREAKER COMPARTMENT 

DOOR AND INSTALLING OR REMOVING BREAKERS 

B 

REMOVABLE BOLTED COVERS 

DEPTH OF 

SWITCHGEAR 

EQUAL TO 

STRUCTURE WIDTH 

_L ________ _ 

c----- A -----.J--- BKR CELL DEPTH -------1, 
CUSTOMER TO ALLOW FOR REQUIRED BREAKER WITH 

SPACE IN FRONT FOR OPENING RAILS EXTENDED � 
BREAKER COMPARTMENT DOOR AND 

1 

INSTALLING OR REMOVING BREAKERS. 

SWITCHGEAR TO BE POSITIONED 

FOR SUFFICIENT WORK SPACE 

AND CLEARANCE PER ALL 

APPLICABLE CODES. 

�---B----
OPEN DOOR 9253C21A 

Figure 4-1 Typical Installation Space Requirements 
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The space at the front must be sufficient to permit the 
opening of doors, the insertion and withdrawal of circuit 
breakers, and the transfer of circuit breakers to other 
compartments by means of an overhead lifter or portable 
lifting device. The space at the rear must be sufficient to 
open rear doors, install cables, inspect equipment and 
perform maintenance. 

Switchgear equipment should be placed in a clean, dry 
area, allowing air to freely circulate. The bus and cable 
compartments are ventilated by means of air entering the 
ventilation openings in the rear of the enclosure and 
leaving through a ventilator in the bus compartment roof. 

4.2.2 FOUNDATION 

The floor or foundation must be smooth, level (within 1/8 
inch per three feet [3.5 mm./meter] in any direction) and 
strong enough to support the weight of the equipment 
without sagging. Table 4-1 outlines the approximate 
weights for various ratings of indoor and outdoor switch
gear assemblies. 

Actual weights will depend upon the amount of equipment 
in the individual sections. Adequate safety factors must be 
included in any weight calculation. If the foundation is 
subject to vibration and/or impact loads, special mounting 
considerations must take place to prevent the transmission 
of vibration or shock to the equipment. 

4.2.3 INDOOR EQUIPMENT 

The preferred method of anchoring an indoor assembly is 
by fastening it to level steel channels which are embedded 
in the concrete floor. Holes that remain after the wooded 

skids are removed from indoor assemblies are used for 
securing the assembly permanently in position. Four inch 
(5.4 lb./ft) structural channels are recommended as a 
minimum size for the average lineup of indoor equipment. 

THE FRONT AND REAR CHANNELS MUST BE SET AND 
ALIGNED WITH EACH OTHER AND MUST BE LEVEL 
(0.125" PER THREE FEET [3-5 MM./METER]) OVER 
THEIR ENTIRE LENGTH TO AVOID DISTORTION OF THE 
STRUCTURE. THE FINISHED FLOOR MAY HAVE A 
SLIGHT PITCH AWAY FROM THE CHANNELS BUT IN NO 
CASE SHOULD THE FINISHED FLOOR BE HIGHER THAN 
THE CHANNELS. 

Effective August 1 998 
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Magnum DS Switchgear Structure Weights 

Weights in Lbs. (Kg) Approximate 

Dimension in inches (mm) Approximate 

Indoor Switchgear Assemblies Less Breakers 
Width Depth Weights 

BREAKER STRUCTURES 

22 (558.8) 60-66 (1 524-1 676) 1 300 (590) 

22 (558.8) 72-78 (1 829-1 981 )  1 400 (635) 

22 (558.8) 84-90 (21 33-2286) 1 500 (680) 

44 (1 1 1 7.6) 60-66 (1 524-1 676) 1 500 (680) 

44 (1 1 1 7.6) 72-78 (1 829-1 9 8 1 )  1 600 (726) 

44 (1 1 1 7.6) 84-90 (21 33-2286) 1 700 (771 )  

AUXILIARY STRUCTURES 

22 (558.8) 60-66 (1 524-1676) 1 000 (454) 

22 (558.8) 72-78 (1 829-1 981 )  1 1 00 (499) 

22 (558.8) 84-90 (21 33-2286) 1 200 (544) 

44 (1 1 1 7.6) 60-66 (1 524-1 676) 1 1 00 (499) 

44 (1 1 1 7.6) 72-78 (1 829-1 981 )  1 200 (544) 

44 (1 1 1 7.6) 84-90 (21 33-2286) 1 300 (590) 

TRANSFORMER TRANSITION STRUCTURES 

22 (558.8) 60-90 (1 524-2286) 1 000 (454) 

BUSSED TRANSITION STRUCTURES 

1 1  (279.4) 60-66 (1 524-1 676) 500 (31 8) 

Drawout Breaker Element CD 
MDS-408 1 30 (59) 

MDS-608 1 30 (59) 

MDS-808 1 45 (66) 

MDS-C08 1 45 (66) 

MDS-616 1 30 (59) 

MDS-816 1 45 (66) 

MDS-C1 6  1 45 (66) 

MDS-620 1 45 (66) 

MDS-820 1 45 (66) 

MDS-C20 1 45 (66) 

MDS-632 1 75 (80) 

MDS-832 1 75 (80) 

MDS-C32 1 75 (80) 

MDS-840 3 1 0  ( 1 4 1 )  

MDS-C40 31 0 (1 4 1 )  

MDS-850 3 1 0  (1 4 1 )  

MDS-C50 31 0 (1 4 1 )  

· CD  Impact wieght equals 1 .5 times breaker static weight. 

Table 4-1 Switchgear Weights 
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Each unit is fastened to the floor channels by either 
bolting or welding. Welding is a quick and easy method of 
securing the switchgear assembly in place, while eliminat
ing the layout of the mounting holes in the channels. 

4.2.4 OUTD OOR EQUIPMENT 

Outdoor assemblies do not require floor channels. Hold 
down plates are provided by rotating the lifting angles 180 
degrees and then permanently bolted to the foundation. As 
was the case with the indoor foundation, the outdoor 
foundation should also be level from front to rear and side 
to side to prevent distortion. For further details see the 
foundation plans provided with the equipment. 

4.2.5 CONDUITS 

Provisions must be made in the foundation for all conduits 
entering from below. Specific floor plan details provided 
with the equipment must be used to determine the final 
conduit layout, spacing of floor channels, and floor space 
required for each lineup (Figure 4-2). 

Power conduits should project above the finished floor not 
more than two inches (51 mm) for an indoor assembly. 
Control wire conduits should not extend higher than 1 inch 
(25 mm). It will simplify moving the groups into place if the 
conduits are flush with the concrete surface and appropri
ate extension sleeves added after the units are in their 
final location. See the floor plan information supplied with 
the assembly for conduit space and location. 

4.3 SHIPPING GROUP ASSEMBLY 

Before assembling the switchgear equipment, all compo
nents should be available at the site location. The pre
pared foundation should be ready and all embedded 
conduits installed and capped. 

4.3 .1 ASSEMBLY PROCEDURES 

When correctly installed, both indoor and outdoor assem
blies should conform to the following requirements: 

PRIOR TO INSTALLATION AND ASSEMBLY, BE CERTAIN 
THE FOUNDATION IS LEVEL AND FREE OF ANY DEBRIS 
TO PREVENT EQUIPMENT DAMAGE. 

1.8. 32·697 A 

1 . Front panels should form a straight line. When trans
formers and/or other gear are included, equipment 
should be located in keeping with the plan drawings 
supplied with the equipment. 

2. Vertical sections must be correctly spaced from 
center to center and plumb. A suggestion for lining up 
the shipping groups is to establish a base line a few 
inches in front of the switchboard and parallel to the 
final location. Equalize the distances from the front of 
the shipping groups to the base line, thus making the 
face of the assembly parallel to the base line. Check 
each vertical section by dropping a plumb line from 
the top corner of each vertical section. It should align 
with the bottom corner. 

3. The entire assembly of vertical sections should be 
securely fastened to floor channels or base pad. 

4. Shipping groups must be securely bolted together and 
all bus and control wiring connections properly made. 

After the first shipping group has been located, the second 
shipping group should be moved into position and similarly 
checked. The shipping groups are fastened together in 
accordance with the instructions given in drawing 9253C18 
. This drawing is included in the information packet 
attached to the side of the switchgear assembly. Should 
additional copies of this drawing be needed, contact your 
nearest Cutler-Hammer sales office. 

4.4 BUS, CABLE AND CONTROL CONNECTIONS 

4.4.1 BUS CONNECTIONS 

All connections of the main and neutral buses, and the 
ground bus at shipping breaks are made by means of 
bolted splice plates. These are always plated, bolted joints. 
Required hardware and splice plates are provided. Provi
sion is made at the ends of the lineup, not adjacent to 
transformers, for future expansion by means of bolted bus 
joints. 

See drawing 9253C18 for typical shipping split cross bus 
and neutral installation instructions. This drawing is 
included in the information packet attached to the side of 
the switchgear assembly. Should additional copies of this 
drawing be needed, contact your nearest Cutler-Hammer 
sales office. 

4.4.2 BUS JOINT PREPARATION 

The bolting areas of all bus materials are plated to provide 
a reliable joint. In some atmospheres the plating will 
become tarnished, but this does not reduce its effective-
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Floor Plan/Conduit Area 

.---
' 

__ _______ __j 
FCG:l 

! 
r -- - w 3 (76) -- f- . - 16 (406) 3 176 Provisions r - for .50 

' Hardware 

f I 
r 4.63 (1 18) Front i 
' �-r , __ _ o .::..scc-u 3.38 1or � �t-' __ (86) _l ___ , ____ 

.
_ -· · , � M�lL____lLJ' Bottom . J i 

21 .50 (546) I . � Control I .. • _-.·. _'_ -�: - " I I Conduit � 0.65-- ir" Area I j _  
( l7) __J f-3.50 (89) ' j  . 

f j ··_ l-. 3.60 (91 )  -I 3.60 _j. l I' (91 ) 
T- - 1 .03 (26) :.:.__ � �':ntrol 

31 . 18 (792) 
I 

h - Conduit 3 (76)---! !-- Area 

[__ 3 (76) 
1 .50 (38) -�'._ :,..-------�--i-...;·· 1 

1 .50 (38)1 1 :) : 
-.---1 -------., .�- 1 

II 'li .···l-_i I; 
Power t:·, 

"CC" ·-:1 Conduit '·· · ! 

I ' ·: Area®® -• 1 

1._ .. _-_--'.· b I .'! : . . · 1 

A® 

D® 

I : , I 

_L__� ��- ----..... 
· L _ _,__ 

I I 

3 �  (76) I 
16 I (406) -----, 

1 .38_j (35) 
3 (76) 

Drawing 2A97850 

G) FC is the recommended front clearance for 
breaker removal with top-of-switchgear
mounted breaker lifter. If a portable breaker 
lifter is to be used, allow at least 84 inches 
(2134 mm) of aisle space. 

@ When a zero-sequence ground-fault CT is 
mounted on line-side or load-side of a breaker, 
reduce CC dimension by 10 inches (254 mm). 

@ Stub conduit 2 inches (50 mm) maximum in 
power cable area, 1 inch (25 mm) maximum 
in control wiring area. 

® Bolt hole location for mounting the center 
floor channel when required. Floor channels 
not included. 

® For available area for bus duct connection 
contact Cutler-Hammer. 

® Hinged rear doors add 1 .25 inches (32 mm). 
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Dimensions, in Inches (Millimeters) 

FC<D w D® A® CC® Recommended 
Number of 
Power Conduits 
(Maximum)@ 

3.5- 4-lnch 
Inch 

36 22 60 ( 1 524) 24 (61 1 )  13.3 (338) 6 6 
(91 4) (559) 66 ( 1 676) 30 (764) 19.3 (490) 9 9 

72 ( 1 829) 36 (916) 25.3 (643) 1 2  1 2  
7 8  ( 1981 ) 42 ( 1069) 31 .3 (795) 1 5  1 5  
84 (21 34) 48 ( 1 22 1 )  37.3 (948) 18  18  
90  (2286) 54 ( 1 373) 43.3 ( 1 1 00) 21  21  

36 44 60 ( 1 524) 13.3 (338) 12 1 2  
(91 4) ( 1 1 1 8) 66 ( 1 676) 19.3 (490) 18 18  

72 ( 1 829) 25.3 (643) 24 24 
78 ( 1981 ) 3 1 .3 (795) 30 30 
84 (2134) 37.3 (948) 36 36 
90 (2286) 43.3 ( 1 1 00) 42 42 

Center of Gravity Location J Center of Gravity 

For seismic calculations, the following di mensions should be used to 
locate the center of gravity for Indoor Magnum OS Switchgear: 

Vertical . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 60 inches ( 1 524 m m )  
Left-to-right . . . . . . . . . . . . . . . . . . . . . _ . . . . .  center o f  l ineup 
From the front . . . . . . . . . . . . . . . . . . . . . . . . 26 inches (660 mm) 

Magnum OS Power Conduit Layouts 

X :: ':.93"  FC? 4 '  

X = 6.03"  F C R  �-� 

2A97849 

Fig. 4-2 Indoor Equipment Location of Anchor Points and Conduit Location 
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ness. Dirt grease and other foreign material must be 
removed from the surfaces before they are joined. For 
dirty surfaces use a lint-free, water-dampened cloth. If this 
does not produce satisfactory results, use a lint-free cloth 
dampened with a mild solvent such as mineral spirits, 
Stoddard solvent or isopropyl alcohol. Again, wipe it dry 
after cleaning. 

THE MILD SOLVENTS DESCRIBED ARE FLAMMABLE. 
PROVIDE ADEQUATE VENTILATION AND KEEP AWAY 
FROM FLAMES AND OTHER IGNITION SOURCES. CON
SULT YOUR SAFETY DEPARTMENT BEFORE USING. NO 
SOLVENT IS SAFE IN AN UNVENTILATED AND POORLY 
VENTILATED SPACE. 

4.4 .3 BOLTTIGHTNESS 

All fasteners holding structural members, barriers and 
covers are installed at the factory tight enough to assure 
rigidity of the assembly and to prevent rattling of the 
covers after the equipment is energized. When covers or 
barriers are removed during installation, care should be 
taken to solidly tighten all bolts after replacing. 

Bolts installed in bus joints and connections are high 
strength steel, SAE Grade 5. The reliability of current 
conducting joints is dependent upon the tightness of the 
joint. Therefore, extreme care must be taken when making 
or remaking bus joints in the field to assure their tightness. 
Bolts in bus connections should be tightened according to 
Table 4-2. 

TORQUE FOR BOLTS IN BUS BAR JOINTS 

(USING GRADE 5 STEEL BOLTS) 

BOLT SIZE TORQUE FTA...BS 
(NEWTONtMETERS) 

3/8 - 16 20 (27) 

1/2 - 13 50 (65) 

Table 4-2 Bolt T ightness For Bus Connections 

4.4.4 GROUND BUS 

The joint in the ground bus is made by means of a single 
splice plate bolted directly to the inside of the rear steel 
frame (Figure 3-11 ). It is important that the ground bus be 
connected first since it provides an integral ground for all 
the equipment. It must be connected to the station ground 
before energizing equipment. 

1.8. 32-697 A 

Terminals are provided on the ground bus for connection to 
the station ground. This connection should be a direct 
connection and not run in metal conduit. The grounding 
conductor should be capable of carrying the maximum line
to-ground current for the duration of the fault. 

A PERMANENT, LOW-RESISTANCE GROUND IS 
ESSENTIAL FOR ADEQUATE PROTECTION. A POOR 
GROUND COULD BE WORSE THAN NONE, SINCE IT 
GIVES A FALSE FEELING OF SAFET Y TO T HOSE 
WORKING AROUND THE EQUIPMENT. IMPROPERLY 
GROUNDED EQUIPMENT COULD RESULT IN DEATH, 
BODILY INJURY OR PROPERTY DAMAGE. 

4 .4 .5 POWER CABLE LASHING 

Each switchgear assembly is provided with either crimp or 
mechanical lug landings arranged so that the lugs are 
pointed up or down at a 45 degree angle to reduce the 
cable bending required for installation. (Figure 4-3). 

Cable lashing is not required for 1600, 2000 and 3200 
ampere circuit breaker frames at short circuit currents at 
or below 65kA if the installation methods given in (A) and 
(B) are followed. At short circuit currents above 65kA the 
guidelines given in Figure 4-4 should be followed. For 800 
ampere circuit breaker frames at all short circuit currents 
cable lashing methods given in Figure 4-4 should be 
followed. 

To assure the short circuit ratings of the switchgear the 
following cable lugs are to be used for power cables: 

A) COMPRESSION CRIMP LUGS 

1) Two mounting holes. 
2) Minimum of double crimp. 
3) Must be crimped with hydraulic crimper with 

minimum of 12 tons (11 metric tons) compression. 

B) MECHANICAL SCREW LUGS 

1) Aluminum body lug with two mounting holes. 
2) One 1 /2 " hex cable holding screws torqued to 500 

in. lbs. (56.5 Newton/Meters). 

When the above lugs or installation methods are not used 
follow the cable lashing instructions given in Figure 4-4. 

Effective August 1 998 www . 
El

ec
tric

alP
ar

tM
an

ua
ls 

. c
om

 



1.8. 32-697 A Page 24 

4.4.6 CONTROL CONNECTIONS 

All control wiring that connects between two shipping 
sections must be reconnected to their correct points on 
the terminal blocks located on top of the vertical sections 
as shown in Figure 4-5. These connection points are 
located beneath the top cover of the breaker compart
ment. 

Male/female pull-a-part terminal blocks are utilized for 
shipping section control wiring connections. T he connec
tions are made by plugging the appropriate male pig-tail 
into the corresponding female connector. Control wiring 
should be checked with the connection diagram to ensure 
that all connections have been made properly, all fuses 
installed, current transformer circuits completed, and 
connections tightened. 

Figure 4-3 Lug Landings Before applying control power, check all control circuits for 
grounds, except current and voltage transformer secondar
ies. Integrally supplied ac control sources are provided 
with a safety ground on the neutral side of 120 V circuits. 

CABLE LASHING IS NOT REQUIRED WHEN FACTORY SUPPLIED 
LUGS ARE INSTALLED AS INSTRUCTED IN PARAGRAPH 4.4.5. 
OTHERWISE THE FOLLOWING INSRTUCTIONS MUST BE FOLLOWED: 

TO INSURE THE SHORT C I RCUIT RATINGS OF THIS EQUI PMENT, CABLE LASH I NG IS NECESSARY FOR 

BREAKERS 2000 A M PS O R  LESS WHEN THE LUGS LISTED IN PARAGRAPH 4.4.5 ARE NOT USED. 

1 .  SHORT C I RCU IT RATINGS ABOVE 1 0KA REQ U I RE ALL LINE AND LOAD CABLES, 
FOR 2000 AMP AND UNDER C I RCU ITS. BE LASHED AS SHOWN BELOW. 

2. T H E  FO LLOWING 3/8" DIA. 3 STRAN D  NYLON TWI STED R O PE M U ST BE U S E D .  

SIZE #1 2, 3/8" DIA.  WITH T H E  FOLLOWING M I N I M U M  STRENGTHS 

TENSI LE/BREAKING STRENGTH 

3340 LBS. [1 5 1 5  KG] 

CABLE LUGS 

WORKING LOAD 
278 LBS. [ 1 26 KG] 

A FTER CABLE IS ROUTED AS CLOSE TOGETHER AS POSSIBLE, THE ROPE IS 

TO BE WRAPPED AROUND THE CABLE 6" [1 5 CM] FROM LUGS. 

SECOND WRAP I S  TO BE A PPLIED 6"[1 5 CM] FROM THE FI RST WRAP. 

EACH SET O F  WRAPS CONTAINS 5 LOOPS. 

NOTE 1 :  WHEN THE CABLE I S  NOT COMPLETELY TOGETHER, ROPE WRAP SHOULD 

BE PLACED AROUND THE ROPE TO FIRM UP SU PPORTS. 

Figure 4-4 Cable Lashing Instructions 
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-' ,./i -

CONTROL CIRCUIT \hiRING CONNEGIONS AT SHIP�ING 
SPUTS WILL B E  MliDE WITH PULL-APA�T TERMINA_ 
BLCCKS MOUNTED BELOW TH[ TOP COVER IN THE 

BREAKER COMPARTMENT CONNECTIONS ARE MADE 

BY PLUGGING PIGTAiL INTO THE ADJACENT ENCLOSUR:: 
LOCATED ON THE RIGHT If THE NUMBER OF 
CONNECTIONS EXCEEDS THE NUMBER PEm.1tTIED I�' 
ONE ENCLOSURE, CON"-JfCTIO!\:S \\·Ill_ CDNl iN U[ TJ 
THE NEXT IC:NCLOSURE ON THE RIGHT 

I 

( 

1'/lk�WAV fOR 

SEE Vl€W AI, /;---CONTROL \\'IRE 
� / I 

ty 
'lfMC\IE COV[R FOR A.CC[SS ;-ro TERiotiNAL IILOCKS 

I 

9253C21B 

Figure 4-5 Shipping Split Control Terminal Block 
Connection 

No grounds should be present on de circuits. Make sure 
all circuits are clear and that any electrically operated 
circuit breakers are in the "remove" position. 

If the control power source is other than a self-contained 
control power transformer, the conductors from the source 
to the assembly must be of adequate size to avoid exces
sive voltage drop during operation. 

If the control power source is other than a self-contained 
control power transformer, the conductors from the source 
to the assembly must be of adequate size to avoid exces
sive voltage drop during operation. 

4.5 TRAVELING CIRCUIT BREAKER LIFTER 

The traveling overhead circuit breaker lifter is a standard 
device installed on outdoor assemblies. Check to be certain 
that the carriage assembly moves freely across the entire 
length of the switchgear. 

Indoor switchgear assemblies are supplied with overhead 
lifters as an optional item. When an optional lifter is 
supplied,  it is shipped in a separate carton (Figure 2-1) 
with instructions for assembly. 

In general, the installation of the lifter assembly is not 
difficult. Certain steps should ,  however, be carefully 
followed to ensure smooth operation. 

For proper installation of the overhead breaker lifter follow 
the instructions in Figures 4-6 and 4-7. Figure 4-8 shows 
how to attach to the breaker for lifting. 

1.8. 32-697 A 

DO NOT STAND UNDER THE CIRCUIT BREAKER 
DURING HOISTING OPERATIONS. THE CIRCUIT 
BREAKER MIGHT SLIP AND CAUSE PERSONAL 
INJURY. KEEP HANDS AND TOOLS AWAY FROM 
SPREADER BAR, LIFTING HOOKS AND BREAKER. 
SEVERE INJURY MAY RESULT. SUDDEN MOTIONS 
ARE COMMON IN A CABLE UNDER TENSION AS IT 
WINDS AROUND A WINCH DRUM. 

4.6 MOVING PARTS 

There are few moving parts in the stationary structures of 
switchgear assemblies. It is recommended that all moving 
parts be carefully operated by hand. This will ensure that 
no binding or damage has occurred during shipment or 
handling. In some cases accessories may be blocked or 
braced for shipment. Thoroughly check apparatus, such as 
meters and relays, for forms of blocking or bracing which 
must be removed. 
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S T E ?  1 
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Figure 4-6 Breaker Lifter Installation 
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2A97859 

Figure 4-7 Breaker Lifter Installation 
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Figure 4-8 Hooking Arrangement for Lifting Breakers 
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5: INSPECTION AND TESTING PRIOR TO OPERATION 5.3 CONNECTIONS 

BEFORE PROCEED ING WITH ANY INSTALLATION, 
TESTING, START-UP OR MAINTENANCE, REVIEW ALL 
OF SECTION 1 FOR SAFETY PRACTICES AND RECOM
MENDATIONS. FAILURE TO DO SO COULD RESULT IN 
DEATH, SERIOUS BODILY INJURY OR PROPERTY 
DAMAGE. 

5.1 GENERAL INFORMATION 

After the switchgear assembly and apparatus to be 
controlled have been instal led and al l  interconnections 
made, the equipment should be given a f inal check and 
tested before being placed in service. This is necessary to 
assure that the equipment has been correctly insta l led and 
that al l  connections are complete and have been made 
properly. 

· · · · · · ··• •lfs•oANGER···· 
TO AVOID POSSIBLE D EATH, BODILY INJURY OR 
ELECTRICAL SHOCK, EXTREME CARE MUST BE 
EXERCISED TO PREVENT THE EQUIPMENT FROM 
BEING CONNECTED TO THE POWER SYSTEM WHILE 
THE PRELIMINARY TESTS ARE BEING CONDUCTED. 
IF D ISCONNECTING SWITCHES ARE NOT AVAILABLE, 
LINE LEADS SHOULD BE D ISCONNECTED TO AC
COMPLISH THIS NECESSARY STEP. 

Directions for testing relays, instruments, meters, c ircuit 
breakers and other e lectronic devices, which may be a part 
of the assembly, are g iven in the instruction book for each 
individual device. The proper settings for protective devices 
are norma lly determined from a coordinat ion study per
formed by the purchaser or consultant. Factory settings 
were those used for production testing and do not reflect 
specific s ite requirements. 

52 TEST EQUIPMENT 

Test equipment wil l depend on the rating and type of 
insta llation. Portable voltmeters of the multi-sca le type w il l  
be required. For larger installat ions, ammeters should be 
available in case unexpected circumstances arise. An 
ohmmeter and "megger'' wi l l  prove invaluable in checking 
insulation and continuity of the c ircuits. A simple portable 
device for "ringing" or "light ing-out" c ircuits may be used for 
the continuity check. 

Effective August 1 998 

Wire connect ions, accessible bolted bus connections and 
barriers should be examined to be sure that they have not 
been loosened or damaged during shipment or instal lation. 

The connections to equipment external from the switch
gear assembly such as remote control, inter lock c ir

_
cui�s 

and auxil iary switches should be checked for contmUity to 
ensure that they are also correct. There must be definite 
assurance t hat connections are correct before an attempt 
is made to operate the equipment. 

Ver ify that all shipping split wiring has been correctly 
connected. 

5.4 AUXILIARY EQUIPMENT 

If space heaters are supplied, they should be energized to 
confirm correct operat ion. 

Relays included on the instrument panels are normally set 
for production testing levels when shipped. The f ina l 
settings of the relays should be coordmated with  other 
parts of the system in accordance with the purchas�r �s 
standards or operation pract ice. Any necessary modif ica
t ions to the relay settings should be carried out in accor
dance with  the instruction leaflet for that particular relay. 

All covers for meters, relays and other devices removed 
during testing, should be carefu l ly handled when removed. 
The covers should be put back in place promptly to keep 
dust and dirt from col lecting. 

5 .5 GROUND FAULTSYSTEMS (PER THE 
NATIONAL ELECTRIC CODE) 

Ground fau lt protection of service entrance equipment 
shall be provided for solidly grounded wye e lectr ical 
serv ices of more than 150 vo lts to ground , but not exceed
ing 600 volts phase-to-phase for each service disconnect
ing means rated 1000 amperes or more. The ground f�ult 
protection system s hal l  be performance tested when f 1rst 
installed on s ite. The test shall be conducted in accor
dance with  instructions outl ined in Sect ion 230-95 of the 
National E lectrical Code. 

Performance testing of ground fault protect ion systems 
should be undertaken only by qualified personnel. In the 
tests requiring t he use of high current test equipment, it is 
usually necessary to obtain the services of a qualified 
testing organization. See IB 32-693 for Magnum DS 
Breaker ground fault conformance testing. 
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5 .6 CIRCUIT BREAKERS AND TRIP UNITS 

All circuit breakers should be checked to be sure that they 
are in accordance with the requirements of the circuits. 
The circuit breakers and associated safety inter locks 
should have been checked mechanically during the 
equipment insta l lation phase. This was, however, only 
preliminary and a more detailed inspection and testing 
procedure, both electrical and mechanical, must take 
place prior to putting the equipment into service. For 
information on complete testing and maintenance of the 
circuit breakers and trip units, refer to the separate circuit 
breaker and trip unit instruction manuals. 

5 .7 FINAL STEPS 

ENERGIZING THE SWITCHGEAR FOR THE FIRST TIME 
IS POTENTIALLY DANGEROUS. THEREFORE, ONLY 
QUALIFIED PERSONNEL SHOULD BE PRESENT 
WHEN THE EQUIPMENT IS ENERGIZED. IF PROB
LEMS CAUSED BY DAMAGE OR POOR INSTALLATION 
PRACTICES HAVE NOT BEEN DETECTED IN THE 
CHECKOUT PROCEDURE ( PREVIOUSLY DESCRIBED) , 
DEATH, PERSONAL INJURY OR SERIOUS DAMAGE 
CAN RESULT WHEN POWER IS APPLIED. 

Before energizing, another thorough check should be 
made using the fol lowing check list. 

1. Have circuit breakers and other operation mecha
nisms been exercised? 

2. Has e lectrical insu lation resistance been tested 
phase-to-phase and phase-to-ground? Record these 
readings for future reference. 

1.8. 32-697 A 

3. Have relay, meter and instrument connections been 
checked? 

4. Have the e lectrically operated mechanisms of al l  
circuit breakers been checked? 

5. Has the ground fault protection system been checked 
in accordance with the National Electrical Code? 

6. Are the adjustable trip units properly set? 

7. Is al l  field wiring secured and not in contact with live 
bus? 

8. Are al l  grounding connections properly made? 

9. Has an inspection been performed to ensure that al l  
debris, dirt, tools, scrap wire, and any other foreign 
objects were removed and that al l  vent openings are 
free from obstructions? 

1 0. Have all barriers and covers been replaced and doors 
closed and latched? 

11. Turn all circuit breakers to the OFF position before 
energizing the bus. 

12. Electrically-operated breakers: 

Have all breakers in the disconnected position. Rack 
each breaker in one at a time after the board is 
energized. This way only one breaker wi l l  be electri
cally charged at a time. This is done so that control 
circuit fuses are not over loaded by al l  breakers 
charging at the same time. 
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SECTION 6: PERIODIC INSPECTION AND TESTING 

6 .1 GENERAL INFORMATION 

BEFORE PROCEEDING WITH ANY INSTALLATION, 
TESTING, START -UP OR MAINTENANCE, REVIEW ALL 
OF SECTION 1 FOR SAFETY PRACTICES AND RECOM
MENDATIONS. FAILURE TO DO SO COULD RESULT IN 
DEATH, SERIOUS BODILY INJURY OR PROPERTY 
DAMAGE. 

WHEN INSPECTING, REPAIRING AND PREFORMING 
MAINTENANCE ON A MAGNUM OS SWITCHGEAR 
ASSEMBLY, THE FACT THAT DANGEROUS VOLTAGES 
MAY EXIST MUST BE KEPT IN MIND. PRECAUTIONS 
MUST BE TAKEN TO ENSURE THAT PERSONNEL DO 
NOT COME IN CONTACT WITH ENERGIZED PARTS. 
FAILURE TO D O  SO COULD RESULT IN DEATH, 
PERSONAL INJURY OR ELECTRICAL SHOCK. 

Some common general precautions for high power circuits 
are: 

1. All connections should be considered energized until 
the crew expecting to work on them is assured that 
the circuits are de-energized, and all precautions have 
been taken to ensure that there is no chance of a 
circuit being energized after work is underway. 

2. Breakers which have been opened to de-energize a 
circuit to permit work on the equipment should be 
locked open and a suitable visible warning device 
placed on them. 

3. Do not work on parts normally carrying high current 
until they have been disconnected from the system and 
connected to the ground bus. W hen performing 
maintenance, provisions should be made by the 
purchaser for connecting adequate flexible ground 
leads to every part of the switching equipment. 

4. A good and reliable ground connection is necessary 
for every switchgear assembly installation. T his 
ground connection should be of sufficient capacity to 
take care of any abnormal condition that might occur 
on the system and should be independent of the 
grounds used for any other apparatus. 
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6 .2 ACCESS TO SWITCHGEAR ASSEMBLY PARTS 

6 .2.1 MAIN BUS AND CABLE COMPARTMENT 

A Magnum OS Metal-Enclosed Low-Voltage Switchgear 
Assembly is designed so that internal compartments 
provide isolation between the Magnum OS circuit breaker 
compartment, the main bus and cable compartment. 
Access to high current parts is provided by removable 
covers and barriers. 

BARRIERS AND COVERS SHOULD NOT BE REMOVED 
UNLESS THE PARTS TO BE EXPOSED ARE D E
ENERGIZED. ADDITIONALLY, BE CERTAIN THAT ALL 
BARRIERS AND COVERS ARE PROPERLY REPLACED 
IMMEDIATELY UPON CONCLUSION OF MAINTE
NANCE OR INSPECTION PROCEDURES. FAILURE TO 
DO SO COULD CAUSE DEATH, BODILY INJURY OR 
PROPERTY DAMAGE. 

6 .2.2 DRAWOUT MAIN D ISCONNECTING 
CONTACTS AND CURRENTTRANSFORMERS 

T he primary stationary disconnecting contacts and ring
type current transformers are located on the breaker cell 
rear wall. T hese contacts and transformers are easily 
exposed unless provided with an optional safety shutter 
system. 

BE EXTREMELY CAREFUL NOT TO TOUCH ANY 
CONTACTS OR TRANSFORMERS UNLESS ALL UPPER 
AND LOWER HIGH CURRENT PARTS ARE D E-ENER
GIZED. FAILURE TO D O  SO COULD CAUSE D E ATH, 
PERSONAL INJURY OR ELECTRICAL SHOCK. 

6 .2.3 CONTROL EQUIPMENT 

With the exception of apparatus such as current trans
formers and space heaters, control equipment is  generally 
accessible without exposing high voltage parts. 

6 .3 INSPECTION AND MAINTENANCE SCHEDULE 

To assure high quality service, a definite maintenance 
schedule is essential. Plant operation and local conditions 
vary to such an extent that the schedule should be tailored 
to the conditions. T he following general requirements 
should be helpful in establishing a program. 
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WHEN ENERGIZED, A CIRCUIT BREAKER IS PART OF 
A HIGH POWER SYSTEM. BEFORE ATTEMPTING ANY 
INSPECTION OR MAINTENANCE, BE SURE THAT ALL 
PRIMARY AND CONTROL CIRCUITS HAVE BEEN DE
ENERGIZED AND GROUNDED AS REQUIRED. ALSO 
MAKE CERTAIN THAT PROPER STEPS HAVE BEEN 
TAKEN TO BE SURE THAT THEY WILL REMAIN DE
ENERGIZED UNTIL ALL WORK IS COMPLETED. 
FAILURE TO DO SO COULD RESULT IN D EATH, 
BODILY INJURY OR ELECTRICAL SHOCK. 

6 .3.1 INDIVIDUAL DEVICES 

The maintenance schedule for individual devices, such as 
circuit breakers, relays and instruments, should be based 
first on the recommendations contained in their individual 
instruction books. These operations should be coordinated 
with the overall program to result in the least operating 
inconvenience and circuit shutdown. 

6.3.2 OVERALL ASSEMBLY INSTALLATION 

When operating and local conditions are normal the 
switchgear assembly should be given a thorough overall 
maintenance check at least annually. Where abnormal 
conditions exist, more frequent inspection and mainte
nance is necessary. 

6.3.3 BUSES AND CONNECTIONS 

THE MILD SOLVENTS DESCRIBED ARE FLAMMABLE. 
PROVIDE ADEQUATE VENTILATION AND KEEP AWAY 
FROM FLAMES AND OTHER IGNITION SOURCES. CON
SULTYOUR SAFETY DEPARTMENT BEFORE USING. 

De-energize primary circuits and remove barriers from 
primary compartments. Before cleaning, record "megger" 
readings between phases and to ground. Inspect for signs 
of overheating or weakened insulation. Remove as much 
dirt, dust and other foreign material as possible from the 
insulation and conductors with minimum exposure to any 
solvents. The recommended cleaning procedure is to use 
an industrial quality vacuum cleaner and/or a lint-free 
cloth. In most cases, this will be sufficient. For accumula
tions which cannot be removed by the above procedure, a 
lint-free cloth slightly dampened with water can be used. 
Allow the switchgear apparatus to dry for at least four 
hours at room temperature before energizing. If this 
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procedure does not produce satisfactory results, use lint
free cloth dampened with a mild solvent, such as mineral 
spirits, Stoddard solvent, or isopropyl alcohol. Dry the 
same as when using a water dampened cloth. 

After buses and insulation have been dusted, wiped clean, 
and dried, take "megger'' readings again between the 
buses and ground and between phases. Keep a record of 
these readings for future reference in determining when 
trends occur that would indicate a decrease of resistance. 

A one-minute dielectric test was preformed on all bus at 
the factory in accordance with ANSI C37.20.1. Repeating 
these tests is not required for field installation unless the 
equipment has been in extended or outdoor storage, or 
major bus modifications have been made. If required, 
2200 Vac should be applied between each phase, and each 
phase-to-ground. All connections to the bus from control 
power or metering circuits must first be isolated from the 
bus. Circuits Breakers must be in the withdrawn or re
moved position. Devices such as lightening arresters and 
capacitors must also be disconnected. 

6.3 . 4  DRAWOUT, MAIN DISCONNECTING 
CONTACTS AND SUPPORTS 

Remove each breaker from its cell. Remember, all circuits 
should be de-energized. Expose primary contacts and their 
supports. Inspect for abnormal wear or overheating. 
Discoloration of the surface is not harmful unless corro
sion due to atmospheric conditions is severe, leaving 
deposits on the surface. Follow the cleaning instructions 
outlined in Section 6.3.3. Check each breaker while it is 
out of the housing for all items recommended in the 
instruction book applying to the breaker. 

6.3.5 INSTRUMENTS, RELAYS AND OTHER PANEL 
DEVICES 

Individual devices should be maintained according to the 
specific instructions supplied for each device. Remove 
relay covers and inspect interiors for dust or dirt. All 
devices should be checked for correct operation. 

6.3.6 SECONDARY WIRING, BLOCKS AND 
CONNECTIONS 

Check all wiring connections for tightness, including those 
at the current and voltage transformers and at the terminal 
blocks where circuits leave the assembly. Make sure that 
all secondary wiring connections are properly connected to 
the switchgear assembly ground bus where so indicated. 
Visually inspect control circuit secondary contact blocks, 
both fixed in the cell and moveable on the breaker, for 
abnormal signs of wear, fatigue or overheating. 
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6 .3 .7 MECHANICAL PARTS 

Visually check and manually operate mechanical moving 
parts, such as cell switches, position inter locks , cel l  
protective shutters (when provided), door latches/hinges , 
and drawout rails. 

6.3.8 VENTILATION 

Check al l  air passages and intakes for obstructions and 
accumulations of d irt. When filters are used, replace or 
clean when dirty. 

6.3.9 RECORDS 

The condition of each vertical section at the time of 
inspection shou ld be listed in a permanent record to 
become a guide for anticipating the need for rep lacements 
or for special attention between regular maintenance 
periods. 

6.3 .1 0 ABNORMAL CONDITIONS 

Type Magnum OS Switchgear Assemblies have been 
designed for "NORMAI..:' operating conditions as defined in 
ANSI C37.20.1. Local conditions such as high humidity, salt
laden atmosphere, corrosive gases, heavy dust, or severe 
circuit operating conditions are considered to be abnormal. 
Any of these conditions wil l  require more frequent inspec
tions. 

It should be emphasized that a ser ies of quarterly inspec
tions are advisable until the progressive facts of the local 
conditions can be analyzed to determine a schedule which 
wil l  maintain equipment in satisfactory condition. 

In some locations, conditions may be so bad that the 
frequency of maintenance wil l  interfere with operation and 
production schedules. In such cases, consideration should 
be given to the possibi l ity of enclosing the switchgear 
assembly in a re latively tight room. If this approach is 
followed, a suffic ient quantity of clean air must be supplied 
to the room to ensure that a positive pressure is main
tained in the room. Under such conditions , a more normal 
maintenance schedule can be established. Such an ar
rangement could a lso provide for coo ling the air where the 
ambient temperature is relatively h igh, further improv ing 
operation conditions. 
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FAILURE TO INSPECT, CLEAN, LUBRICATE AND 
MAINTAIN THE SWITCHGEAR ASSEMBLY AT RECOM
MENDED FREQUENCIES COULD RESULT IN FAILURE 
OF THE EQUIPMENTTO OPERATE PROPERLY UNDER 
FAULT CONDITIONS, WHICH COULD CAUSE EQUIP
MENT DAMAGE, DEATH AND/OR B ODILY INJURY. 

6.3.1 1  LUBRICATION 

A metal-enclosed low-voltage switchgear assembly is 
designed so that lubrication is not required under normal 
conditions. Abnormal local conditions. such as high humid
ity, salt- laden atmosphere, cor ros ive gases, or severe 
circuit operating conditions , may demand the use of 
lubr icants. In such cases , a dry or  powder lubricant may be 
used on moving or mating mechanical parts, and a thin 
film of "Vaseline" on disconnecting contacts. The applica
tion of the lubricants should be held to min imum to reduce 
the accumulation of dust and dirt. During routine mainte
nance old lubr icants should be wiped off before fresh 
lubricants are applied. 

6.3.1 2 RENEWAL PARTS 

When ordering renewal or spare parts. include as much 
information as possible. In many cases. the style number 
of the new part can be obtained from identification on the 
old part. Always include a description of the old part. 
Specify the rating, vertical section and compartment 
number. Always supply the general order number and/or 
the shop order number of the assembly itself. 
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GROUND FAULT TEST RECORD 
Ground Fault Test Record should be retained by those in charge of the building's electrical 

installation in order to be available to the authority having jurisdiction. 
(See Article 5.5 in this Instruction) 

Test Date Circuit Breaker No. Results Tested By 
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NOTES: 
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FOR RENEWAL PARTS INFORMATION CALL YOU R  LOCAL AUTHORIZED CUTLER-HAMMER 

DISTRIBUTOR. FOR THE NAME OF THE NEAREST CUTLER-HAMMER DISTRIBUTOR, PLEASE 

CALL: 

1 -800-525-2000 
TO ASSURE SAFETY O F  OPERATION AND CONTINUITY O F  SERVICE, ALWAYS USE GENUINE 

CUTLER-HAMMER AFTERMARKET PARTS AND PRODUCT UPGRADES. 

SHOULD YOU NEED FACTORY ASSISTANCE ON THIS Magnum os LOW-VOLTAGE ASSEMBLY OR 

OPTIONS FOR UPGRADING YOU R  OTHER LOW-VOLTAGE ASSEMBLIES PRODUCTS, CALL: 

1 -800-BKR-FAST 
( 1 -800-257-3278) 
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T his instruction booklet is published solely for information purposes and should not be considered all inclusive. If further 
information is required, you should consult Cutler-Hammer. 

Sale of product shown in this literature is subject to terms and conditions outlined in appropriate Cutler-Hammer selling 
policies or other contractual agreement between the parties. T his literature is not intended to and does not enlarge or 
add to any such contract. T he sole source governing the rights and remedies of any purchaser of this equipment is the 
contract between the purchaser and Cutler-Hammer. 

NO WARRANTIES, EXPRESSED OR IMPLIED, INCLUDING WARRANTIES OF FITNESS FOR A PARTICULAR PURPOSE 
OR MERCHANTABILITY, OR WARRANTIES ARISING FROM COURSE OF DEALING OR USAGE OF TRADE, ARE MADE 
REGARDING THE INFORMATION, RECOMMENDATIONS AND D ESCRIPTIONS CONTAINED HEREIN. In no event will 
Cutler-Hammer be responsible to the purchaser or user in contract, in tort (including negligence), strict liability or 
otherwise for any special, indirect, incidental or consequential damage or loss w hatsoever, including but not limited to 
damage or loss of use of equipment, plant or power system, cost of capital, loss of power, additional expenses in the use 
of existing power facilities, or claims against the purchaser or user by its customers resulting from the use of the infor
mation, recommendations and descriptions contained herein. 

Cutler-Hammer 
221  Heywood Road 
Arden, NC 28704 

Effective August 1998 
Printed in U.S.A./BP www . 
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