






























Step 4: A. Install a Sensor on the bottom stud 
of each phase. The Terminals of 
the Sensors are to be facing down. 

Note: On RMSIR 700 and BOO kits 
Only. Leave the Sensors off, they 
will be installed later. 

B. Install the Finger Clusters removed 
in Step 1A. 

Note: On RMS/R 700 and BOO Kits 
Only. Leave the Finger Clusters 
off, they will be installed later. 

Step 5: A. RMSIR 700 and BOO Kits Only. 

Trip 
Tab 

Aux Switch (700 & 800 Kits Only) 

Mount the Microswitch to the 
Mounting Bracket with the hard­
ware provided. 

B. RMSIR 700 and BOO Kits Only. 
Mount the Microswitch Assembly 
on the Direct Trip Actuator (DTA) 
with hardware provided as shown. 

C. RMSIR 700 and BOO Kits Only. 
Make sure the Microswitch works 
when the DT A Reset is pushed 
back. 

Step 6: A. (Optional) Remove the center or right-hand Arc Chute from the Breaker. 

2 

Manually push the moving Arcing Contacts closed, do not latch the Breaker. 
Clamp the contacts closed with a wire tie. This moves the Breaker Cross Bar out 

of the way to facilitate the DTA installation. 

B. Remove the three Electromechanical Trip Paddles from the Breaker Trip Bar 
and scrap. This will reduce the force required to trip the Breaker. 
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Step 6: 
(cont.) 

Step 7: 

I 

C. Mount the DTA on the right side of 
the Breaker Platform with the .312-
18 screw provided. The screw goes 
into the existing .312-18 tapped 
hole in the Breaker Platform. The 
DTA Trip Tab should be under the 
Breaker Trip Bar. 

D. Align the right edge of the DTA 
Base parallel to the right-hand side 
of the Breaker Platform. Using the 
small hole in the DT A Mounting as 
a templet, drill a clearance hole for 
a .190-32 screw. 

E. Mount the DT A rear Mounting Clip 
on the DT A Mounting with the 
hardware provided in the hole just 
drilled. 

# .. F. If you clamped the Arcing Contacts 
closed, remove the wire tie now. 
Close the Breaker manually. Check 
the gap between the DTA Trip Tab 
and the Breaker Trip Bar. The gap 

should be 1/32 to 1/8 inch. If not, trip the Breaker and bend the DTA Trip Tab. 
Close the Breaker again and check the gap, repeat the above if necessary. 

G. Connect a 24V DC power supply to the DTA Terminals, positive to positive and 
negative to negative. Close the Breaker manually. Energize the DTA to trip the 
Breaker, denergize when Breaker trips. Make certain that the DTA resets. 

Note: When retrofitting a DBL-50, make sure there is no interference between 
the DTA Tripping Linkage and the Breaker Limiter Tripping Screw. 

(Step 70) Glass Poly Barrier 

A. Mount the RMS/R Trip Unit on top 
of the Aux. CT Module with 4 in. 
long screws, washers and spacers 
as shown. Do not tighten firmly yet. 

B. Mount the left and right Trip Unit 
Support Clips on to the sides of the 
Aux. CT Module and into the bot­
tom front slots of the Trip Unit. 

C. Tighten 4 in. long screws. 
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Step 7: 
(cont.) 

Rating Plug 

4 Inch Long 
Screw and 
Washer 

D. RMS/R 700 and BOO Kits Only. 
Mount the PT Module on the Glass 
Poly (red) Barrier with the hard­
ware provided as shown. 

E. Mount the Glass Poly Barrier (red) 
on to the back of the Aux. CT 
Module with the hardware pro­
vided. (700 and 800 kits will have 
the PT Module mounted on it. 
Mount a nylon wire clamp on each 
screw. These are used to hold the 
PT wires in Step 1 OA.) 

Aux CT Module 

RMS/R Trip Unit 

Support Clip 

Aux CT Harness 

F. Remove Trip Unit Cover and install 
Rating Plug, replace cover. 

G. Install Aux. CT harness between 
trip unit and Aux. CT Module. 

Step 8: A. Remove the existing .500-13 
hardware that holds the Breaker 
Lifting Bracket to the top left side 
of the Breaker Rear Frame, and 
remove the existing .500-13 hard­
ware 10.50 in. further below. 

4 

Cross 
Brace 

B. Mount the left-hand Trip Unit 
Mounting Bracket on the Breaker 
Rear Frame with the hardware 
provided. (The Trip Unit Mounting 
Bracket will sit on top of the 
Breaker Lifting Bracket.) 

C. Repeat Steps 8A and 8B to mount 
the right-hand Trip Unit Mounting 
Bracket. 

D. Place the Cross Brace on the Mounting Brackets with the drilling for the Trip Unit 
to the right side. Install the .250-20 hardware provided in the left side only. 

E. Mount the Trip Unit Assy. on the right side of the Cross Brace with the .250-20 
hardware provided. 
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Step 9: ... A. These instructions refer to the wiring 
diagrams in the Retrofit Application 
Data for proper connection and 
application. 

B. Install the Oblong Grommet in the 
bottom slot in the right side of the 
Breaker Rear Frame. 

C. Connect the Snap Spade Terminals 
of the Sensor Wire Harness to the 
proper terminals of the 7 point 
Terminal Block in the Aux. CT Mod­
ule. (The long tan and green wires 
are for a Remote Neutral Sensor on 
a 4W Ground Breaker. They should 
be removed if not required.) 

D. Connect the green wire (Ring Termi­
nal) to the .190-32 screw that holds 
the DTA to the Breaker Platform. 

E. Route the Sensor Wire Harness to the rear of the Breaker going thru the Oblong 
Grommet. 

F. Attach the Sensor Wire Harness to the Aux. CT Module and the right-hand 
Mounting Bracket with 3 nylon wire clamps and hardware provided. 

G. RMS/R 700 and BOO Kits. Skip this step, it will be done later. Connect the Ring 
Terminals to the proper terminals of the Sensors per connection diagram. 
Sensor Style No. 8184A45H01 Sensor Style No. 8184A38H01 
X1-X2 = 200A X1-X2 = 400A X2-X5 = 1200A 

X1-X3 = 600A X1-X5 = 1600A 
X1-X4 = 800A 

H. Cut off the Snap Spade Terminals of the 2 DTA wires, leaving approximately 3 
inches of wire for termination. Transfer the + wire marker to the positive wire. 
Strip each wire back 1/4 inch. 

I. Find the 2 black wires in the Sensor Wire Harness, one wire is marked with a +. 
Route the wires down to the DTA. Cut the wires off even with the DTA wires. 
Transfer the+ wire marker to the positive wire. Strip each wire back 1/4 inch. 

J. Connect the black wire marked with + to the DTA wire marked with + and the 
unmarked black wire to the unmarked DT A wire using the wire connectors 
provided. 

Note: When complete this will connect the positive wire of the DTA to the OP 
terminal and the unmarked negative wire of the DTA to the ON Terminal of the 7 
Point Terminal Block in the Aux. CT Module. 
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Step 10: lfl } A. RMSIR 700 and 800 Kits Only. 

Step 11: 

6 

Route the 3 wires from the PT 
Module behind the Trip Unit thru 
the nylon wire clamps to the right 
of the Breaker. Continue routing 
down into the Breaker to the 
Copper Connectors installed in 
Step 3B. Install in each phase 
from the rear the .500-13 bolt and 
flat washer left from Step 3A. Cut 
the wire marked with red to phase 
1. Cut the wire marked with yellow 

to phase 2. Cut the wire marked with blue to phase 3. Strip the wires 1/4 inch and 
install a .50 Ring Terminal on each. Attach the wires to the correct .500- 13 bolt of 
each phase with a nut, flat washer and lockwasher left from Step 3A. 

B. RMS/R 700 and 800 Kits Only. Install Sensors per step 4A. Install Finger 
Clusters per Step 48. Connect Sensor Harness per Step 9G. 

C. Use wire ties supplied to dress up wiring and to keep it away from any interfer­
ence of Breaker moving parts. 

A. Plug the External Harness into the 
sockets on the right side of the 
Trip Unit. 

B. RMS/R 700 and 800 Kits Only. 
Connect the plug from the PT 
Module to the plug on the External 
Harness. 

C. Attach the External Harness to the 
right-hand side of the AUX. CT 
Module using 2 nylon wire clamps 
and self-threading screws into the 
predrilled holes. 

D. RMSIR 700 and 800 Kits Only. 
Connect the two wires with Ring 
Terminals from the External Har­
ness to the Microswitch. One wire 
on to the normally open terminal 
and the other wire on to the com­
mon terminal. 

E. Use nylon wire ties to dress up 
wires around the plugs. 
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Note: For RMS/R 500 Basic Retrofit Kits, the External Harness is the plug pictured 
below. It is to be plugged into the right side of the Trip Unit. 

Step 12: The Cell Harness is to be mounted in the Breaker Cell. The plug end is to be 
mounted on the right front side of the Cell. The Terminal Blocks can be mounted 
next to the plug. With the Breaker in the Cell and the External Harness connected 
the Breaker should be free to go from disconnect to the connect position, and all 
Retrofit wiring should be out of the way. 

Step 13: The Retrofit is now complete and ready to be tested. See the Retrofit Application 
Data for test procedures. 
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DIGITRIP RETROFIT KIT INSTALLATION COMPONENTS 

FOR f) DB·SO BREAKERS 

STEP DESCRIPTION 

STEP 3 COPPER CONNECTOR 

.500-13 X 3.00 LNG HEX BOLT 

.500 FLAT WASHER STL 

.500 LOCK WASHER STL 

.500 NUT HEX STL 

STEP 4 SENSOR 1600:5 MR 

SENSOR 200:5 SR 

STEP 5 AUX SWITCH KIT 
MICROSWITCH 

MTG BRACKET 
.138-32 X 1.00 LNG SCREW FL 

.138 FLAT WASHER STL 

.138 LOCK WASHER STL 

.138-32 NUT HEX STL 

.190-32 X .375 LNG SCREW FH 

.190 FLAT WASHER STL 

.190 LOCK WASHER STL 

STEP 6 DTA 
MOUNTING CLIP 
.312-18 X .500 LNG SCREW FH 

.312 FLAT WASHER STL 

.312 LOCK WASHER STL 

.190-32 X .750 LNG SCREW FH 

.190 FLAT WASHER STL 

.190 LOCK WASHER STL 

.190-32 NUT HEX STL 

STEP 7 RMS/R TRIP UNIT 

RATING PLUG PR6A16A160 

AUX CT MODULE 

AUX CT HARNESS 

PT MODULE 
.138-32 X .50 LNG SCREW PAN 

.138 FLAT WASHER STL 

.138 LOCK WASHER STL 

.138-32 NUT HEX STL 
RMS/R CONVERSION PARTS 

TRIP UNIT SUPPORT BKT RH 
TRIP UNIT SUPPORT BKT LH 

BARRIER RED POLYESTER 

DIGITRIP NAMEPLATE 
.190-32 X 4.00 LNG SCREW FH 

SPACER BRASS 
.190-32 X .625 LNG SCREW FH 

.190 FLAT WASHER STL 

.190 LOCK WASHER STL 
WIRE CLAMP 

8 

�� !!!d:i7!!""'"!f}'1?!1PrT .• " 

STYLE NO. 

8184A38H01 

8184A45H01 

8188A38G01 

692C705G03 

1232C84G_ 

3D86709G06 

6502C78GO_ 
6502C84G01 

6502C82G01 

8188A35G01 

i. 4 •" _z:::::::s: 

QTY. 

6 

12 

24 

12 
12 

3 

3 

1 
1 

1 
2 
2 
2 
2 
2 
2 
2 

1 
1 

2 

1 
2 

4 
2 

2 
1 

1 
2 

2 

6 

8 

8 

2 

COMMENT 

OPTIONAL SENSOR 

700/800 KITS ONLY 
700/800 KITS ONLY 

700/800 KITS ONLY 
700/800 KITS ONLY 
700/800 KITS ONLY 
700/800 KITS ONLY 
700/800 KITS ONLY 
700/800 KITS ONLY 
700/800 KITS ONLY 
700/800 KITS ONLY 

700/800 KITS ONLY 
700/800 KITS ONLY 

700/800 KITS ONLY 

700/800 KITS ONLY 
700/800 KITS ONLY 

700/800 KITS ONLY 

... ) 

www . 
El

ec
tric

alP
ar

tM
an

ua
ls 

. c
om

 



<-) 

� 

� ). 

DIGITRIP RETROFIT KIT INSTALLATION COMPONENTS 

FOR f) DB-50 BREAKERS 

(CONTINUED} 
STEP DESCRIPTION 

STEP 8 TRIP UNIT MTG BKT ASSY 

MTG BKT LH 

MTG BKT RH 

CROSS BRACE 

.500-13 X 1.50 LNG HEX BOLT 

.500 FLAT WASHER STL 
.500 LOCK WASHER STL 
.500-13 NUT HEX STL 
.250-20 X .750 LNG HEX BOLT 
.250 FLAT WASHER STL 
.250 LOCK WASHER STL 

STEP 9 SENSOR HARNESS 
GROMMET OBLONG 
WIRE CLAMP 
.16-32 X .500 LNG SCREW FH 
.164 FLAT WASHER STL 

.164 LOCK WASHER STL 
.164-32 NUT HEX STL 

TERMINAL CONNECTOR 
TERMINAL CONNECTOR 

STEP 10 RING TERMINAL .500 
WIRE TIES 

STEP 11 EXTERNAL HARNESS 
WIRE CLAMP 

.138-32 X .375 T.C. SCREW 
WIRE TIES 

STEP 12 CELL HARNESS 

STYLE NO. QTY. COMMENT 

1 
4 

8 
4 
4 

3 
3 
3 

1 
3 

3 
3 

3 

3 
2 
2 

3 700/800 KITS ONLY 

3 700/800 KITS ONLY 

6502C83GO_ 1 

2 ALL EXCEPT 500 BASIC 

2 ALL EXCEPT 500 BASIC 

2 

6502C71GO 1 ALL EXCEPT 500 BASIC 

NOTE: DUE TO THE WIDE VINTAGE OF BREAKERS AND THE MULTIPLE FUNCTIONS OF THE RETROFIT COMPONENTS SOME EXCESS 
HARDWARE MAY BE LEFT WHEN THE RETROFIT IS COMPLETE. 

Typical Retrofit Kit 

t .- i 
�-,• 

A -Trip Unit 

B - Auxiliary CT Module and Mountings 

C -Direct Trip Actuator 

D -Sensors 

E -Copper Connectors 

F - External Wire Harness 

G -PT Module (700 & 800 Kits Only) 

H -Aux Switch (700 & 800 Kits Only) 

I -Cell Harness 
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Westinghouse wishes to thank you for purchasing the Oigitrip 

Retrofit System. Digitrip Retrofit Kits are designed and manufac­

tured in America with pride. All the components are engineered to 
J 

fit the existing Circuit Breaker with little or no modifications to the 

existing Breaker. However due. to the wide variety and vintage of 

Breakers in use today, an occasional problem may arise. Please 

contact us with any questions, comments or concerns. 

Westinghouse Electric Corp. 
Specialty Products and Services Department 
Commercial Operations Division 
Distribution & Control Business Unit 
Five Parkway Center 
Pittsburgh, PA 15220 

Fax: (412) 937-6770 
WIN 227-6770 
Phone: (4 12) 937-6721 

(412) 937-6741 
( 4 12) 937-6708 
( 4 12) 937-6725 
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(1'1 Cutler-Hammer SL33-855-3 

Suppletnentallnstructions for Westinghouse 013-SO Hetrofit Kits 

Updated May 1997 

1. Please substitute the following in IL 33855 3 whell !1etrofi!ling a 
Westinghouse DB-So Breaker. 

S/ep6: ..................................... .............. ......... ............ ........ . ....... . 

Parts Us!- S tep 6 ........................................................................ . 

r. II you dan1pelt tlw Arcing Conlads dosed ea1liet In tho rlelrolit 
process, rornove !Ire wiro lie now. Close tho l3!9akot mat1U3ny. 
Check the g.1p betwoon rho IJ r A Trip Tab and tntl BtMk�t trip 
Bilt. 1 ho g;�p should oo 0.09" to O.lt. lllh& gap I� not wllhln 
!Ills r;utqn, lllp tho Orr..1kor i!lld bend the btA Trip tab. closl! 
the Breaker ;1gain and check Um g;�p. hepna!lhe procedute If 
IICCP.SS;Jiy. 

1 he following component �ityle Number has been changed: 

Old Style Nwnbr.r: [J T J\ G92G70SG03 

New Stylo Nolllber: lHJ\ 4/\35630003 
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Cull&r-H;,rmner 
W!!slinghousc 8. 
Cutledf;uruncr Products 
rive P;:�rkway Center 
Pittsburgh, Pcrmsylva"'a. U!iA 15220 

• 
• 

SL33-8�S-S 

Ju11e 199 7 

Suppit'llll'lll (o ADJJ-855-l 
for me with Digitrip 510,610, 
810, 91 0 l{etrofit Kits 

., h�rc are 1luec llun�;s to ke,·p 111 unnJ "111J D1):il11p )II). G II), 81 nor 'J I 0 k11s 

I. Dt·p�rl<lcnt Cunr.s 

Th,• Long Delay Tirne Jnd SIJ,,,, [)c!Jy Pickup stll1ngs 1\rt ddlctcd 111 lnult1pks ,,rth<.' L•>ng Dcl�v 1'1tkup �et1111g Reftr to 01( 

curYlS in Srdiou J of,\() JJ 855-1 (lunt• l91i7): 

To use FiJ'IIJ\5 J 1, 3 I, or 3-·1 with DtJ;Hrip 510,610.810 or 'JIO lrip unih. 

Figu1 e J-2.(1';�r,c 9): 
Disrci-!•''J l.onp. !JciJ)' S�IIIPf'� JnJ l.onr, Dcby Ti111c Sr.llings tlhc F1_�:•1re .1 )) 
ln�IJIIt.lllCUII� l'l(kup an.! Tilll\' .11C :tc(llf!liC ol$ is 

Fip:urc J·\(PA�c 10): 
., he l.onr, Ucl;1y Se1tin1: .:hoscn de fines lr (lr ·· l.ong [kLty Scltllll.: \In) 
Ch.nt��c 1ft..: lll•rill•lllal ;1.\1.s lobe"( ·urrcnl inl-.fulltJ•Iu PI If' 

l.tcn!! lkl.1y ln11t� ate Jdinrd .11 6dr. 
Shortllcla)'l'ickups dcCtncd 111 mul11plcs of 11 

Fir,ur� J . .J,(Pagt II l: 
(JIOIIIId rJull Pickups ;JIId liiiiO ;Ill! accur.llt' ;Is IS. 

2. Ho�tlng Plugs 

The rnting plugs for the 510, <d 0. S I (l ;utd 'J It) trip units arr no I tntcrch;-.•,�r.lblc w11h the 1 at1ng plur� for I he 500, 600, 700 and 
800 lrip 11011� Hrlu lo YES C:Halo1: (.snonJ etlition ('�t:�loc 1(,-000) (1\brch 1997),'p:�grs 251-25.1: 

To ch�ncc 11 r:�ling pltJ� Iron• 11 500/t.00/7001800 series plug lu � 510/61017 J 0/810 srr ie�· plur.. 

SPIJ lbling l'lu1:s: 
C'h3n);e the !irstlwo ch.IIJtler� ,1r the Cat;!lo� Number fro111 ··rtr· to "IU'". ·1 h� rr�t of tht: dtaJactcrs do not rhange. 
Chan�;c llt< firSI s�<en .:hai.Kicrs ofll"· S1yk Nurnurr front"2ld.lllU'.I" ''' "\Ul!67J7" I he rrsl ofth� cha.ractcrs do 
nolchjn�e 

OS llalinr, l'lu�;s: 

Change the fnsllwo �hJra�;1cr� of the CJlalor, Nwnbcr froiJ1"f'O"Io "Ju•··. ·1 he rcs1 of lite dtMactns do no1 cha11ge 
Change the: Ctrsl se\ en char adcr s of 1hc Style Number fron t "2613 I) I 0 ·• 10 " ) 1Jl!6 7 J4 " . I he r CSI o( the ch;u aclcrs do 
no1 dtange. 

Hclrolll HaCin�; l'lup,s: 
Chan�;<.: lite first (\\'O ch.1raclcrs of the (31:.k'g Number frorn "I' H .. I\' ··np" Thr 101 ol lh<: ch�mcter� do no( change. 
ChJns� 1h� first sc''" cltJrJdcr$ ,1f1hc Styk Nur11u<:r fr,,m ··.HJ!Ifi709"w "JDil6766" Th� 1csl o f lhc ch:uacrcrs do 
not cha11gc 

). 11\11',\CC Commuuicalions (Scdion 7--1) 

Step 5: The ohm.mctct �liould 1c:'d ()�ohms. (inslcad of 4 70 K Ohm�) 

•r __ I _ _  � _ _  I ' 
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